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Impresa   L.A. & F. srls
Via M. Silvaggio, 44 - 90145 Palermo
C.C.I.A.  PA-402682

il Tecnico   Arch. Antonino Palermo
Via G. Turrisi Colonna, 9 - Palermo
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CANALINA F.M. PT
A = Tutte
B = P5; PC3; PC2; PC1; P3; P2.
C = P5; PC1; PC2; P3; P2.
D = Canalina illuminazione.
E = PC3; P5.
F = U4; U7; U5; U6; U12; P3; P13; P2; PCL1; PCL2.
G = PCL1; PCL2; P2.
H = U7; U4; U5; U6; U12; PCL3; PCL2; PCL1; U8; U9; U10.
 I = U8; U9; U10; P2.

L = U3; P1; P12; U2.
M = U14; P1; P12.
N = P8.
N1=  P8; P9.
O = P10.
O1 =  P10; P11.
P = P7.
Q = Linea quadro CdZ.
R = PST1; PST3; UST2; UST7; UST1; UST3; UST4; PST2; PST4; PCZ55.

S = Tutta R.
T = UST1; UST7; UST2; UST3; UST4.
U = UST4; UST3; UST2; UST7; UST1.
V = PCZ55; P15; P14; P7.
Z = PCZ55; P15; P14.
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Q.E. Sez. Lavastrumenti
 UPS Zona Sporco

 Pannelli Lavastrumenti
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